Abstract: Electrical load is a major input factor in a country's economic development. To support economic growth and meet future demands for electricity, Load forecasting has become a very important task for electrical power management and planning. Several techniques have been employed to accomplish this task. One of those that is mostly used is Artificial Neural Networks (ANNs) method, which have seen the largest number of studies in the field. the load time series data are auto-correlated and are influenced by other variables, such as temperature and population, etc. Furthermore, a large data sample is needed to perform mid-long term forecasts. For the latter purpose and in order to overcome both the lack of data and the high complexity of adding exogenous variables, a multi-model method, based on neural networks, is proposed for the mid-long term load consumption forecasting. The proposed model decomposes, the initial time series into three components using the X12-ARIMA algorithm, and performs a forecast for each component using three Nonlinear Auto Regressive (NAR) neural networks, with a Feed Forward neural network combining the outputs of the NARs. The experiments that were conducted showed that the proposed model provided good performance even when using a small sample of available data when compared to benchmark models.
Introduction
Growing countries and modern industries depends heavily on the availability and capacity of electrical power. Which, directly influences a country's economic growth. Therefore, having an accurate medium and long terms electrical load prediction is very important for the electrical industries; it is a crucial input data for all studies of market development of energy production and consumption. Load Forecasting is a step in the planning process of works energy, which determines the investments involved and committed to making irreversible choices on the number of power plants to develop or activate and the number of turbines and other sources of electricity production to install in order to satisfy national and/or regional demand. Effectively, making an accurate forecast a matter of prime advantage [1] .
Load forecasting can be performed by a non-linear function approximation, using various variables such as weather, GDP, population growth, etc., along with several other exogenous inputs. In the present study, the focus is on Mid-long term load forecasting, as it directly influences major energy investment decisions, such as the development of new power plans. Traditionally, statistical models-such as linear regression [2, 3] and auto-regressive models [4] -have been widely used in practice for load forecasting, principally because of their simplicity and good performance ratios [5] . However, in recent years, various other models have been proposed. Among these methods, Artificial Intelligence (AI) techniques offer themselves as valuable solutions. The most commonly used AI techniques are ANNs [6, 7, 8] , fuzzy logic [9, 10, 11] , swarm intelligence algorithms [12, 13, 14] , Grey theory [15, 16] , Wavelet Neural Networks (WNNs) [17, 18] , Support Vector Machines (SVM) [19] , etc.
In this paper, a univariate model was designed, so as to carry out a mid-long term load forecast for the growing Algerian power industry. It is based on different types of neural networks as well as on seasonal decomposition. The above-mentioned combination is found to perform better than other approaches that have already proved their efficiency. The model can deal with little load data and is independent of the exogenous variable, which increases the difficulties in forecasting.
The remainder of this article is organized as follows. A State-of-the-art for used methods in the field of mid-long term forecasting are discussed in the second section. General concepts of Artificial Neural Network (ANN) are presented in the third section. The time series decomposition is described in the fourth section. Section 5 presents the methodology used to develop the proposed X12-NAR-FFNN model in detail. The experiments and results are discussed in Section 6. While, Section 7 concludes the paper.
Related work
Mid-long term load forecasting is an important foundation of power planning, production and operation. Accurate load forecasting is useful for improving the safety and stability of power network operations; therefore, several models have been developed to provide good forecasts. Some of the most popular approaches are described below.
Zhang and Liu [10] proposed fuzzy rules, obtained using genetic algorithms based on the Takagi-Sugeno Fuzzy Logic System, to forecast loads at mid-long term. The choice of these methods is based on the fact that a Fuzzy logic system provides better forms of rule expression; fuzzy technology provides a reasoning logic that is similar to human reasoning. Genetic algorithms represent an intelligent exploitation of a random search within a defined search space to solve problems. Experiments have verified that this combination, which represents a new and effective model for electrical load forecasting, improves the speed and accuracy of the forecast.
Electrical load forecasting can be affected by various uncertain factors. To determine these, Yue et al. [9] proposed a method based on clustering neural networks exploiting logical operators and fuzzy theory. The new algorithm is constructed and tested using data taken from consecutive years in a district of Guangdong province of China (from 1980 to 2000). Using logical operators and fuzzy theory, the clustering algorithm considers the factors influencing load variations, which improved the speed and accuracy of forecasting.
To overcome the disadvantages (caused by the shortcoming of using a single training set) of using ANNs for mid-long term load forecasting, Yu and Zhang [7] presented a method based on variable structure artificial neural network. This model overcomes some of the intrinsic defects of ANNs, including slow learning speed, difficulties in determining the network structure, and the possible trap of the local minimum. The proposed model has the effect of improving the speed and accuracy by using a stepwise test method to rationally determine network structures and nonlinear wavelets to obtain global optimum fitting.
Fuwei and Wei [20] put forward a new forecasting model using a grey least-squares support vector machine after analyzing the advantages and disadvantages of the grey forecasting method and the Least-Squares Support Vector Machine (LS-SVM). The new model works as follows: first, the accumulation generation for the original sequence is conducted using the Grey forecasting method, then the forecasting model is established to a new sequence with LS-SVM; finally, the predicted value is obtained by the inverse accumulated predicted results. The experiment proved that forecasting precision and generalization ability of Grey LS-SVM is better than that of the GM(1,1) model or the LS-SVM model, when used alone; it could offer a considerable improvement in the accuracy of the forecasting.
Ji et al. [17] used a recent machine learning method based on a wavelet neural network (WNN) and a Rough Set. These two methods are combined to establish a rough set-based data pre-processing wavelet network model. The wavelet method is used for load data processing; then a broad application of nerve networks is used for prediction. Their application examples use 13 years of electricity consumption in a Chinese province (data from 1992 to 2005), proving that the proposed model provides good results.
Sun and Zhao [13] proposed a combined model, based on SVM and Continuous Ant-Colony Optimization, called MG-CACO, which is used to optimize the parameters of the SVM, reducing the blindness of selection of parameters, and overcoming the shortcomings to determine the parameters by trial and error. Using data from the national statistical yearbook and the Tianjin Statistical Yearbook (of China), they show that the model based on MG-CACO and an SVM is effective in mid-long term load forecasting. The proposed model improves the training speed and increases the prediction accuracy, in comparison with traditional SVM methods. Lui et al. [21] presented a study of a Grey-based predictive model for long-term forecasting of electrical power demand, and concluded that using the Grey method on its own [GM(1,1)] is insufficient to handle a volatile electrical system. To overcome the insufficiency, a Grey-RBF neural network forecasting model was proposed by the authors; it improves the Grey prediction and is capable of eliminating the problems of dissipation and overshoots found in general GM (1, 1) . Their study contributed to a more robust and reliable model, relative to either the traditional Grey approach or the RBF neural network used alone.
Niu et al. [14] proposed a new model based on the LS-SVM and Particle Swarm Optimization (PSO) for mid-long term forecasting. They applied a mended PSO algorithm to optimize the parameters of the LS-SVM, which avoids opacity when selecting such parameters, and overcomes the phenomena of local optimization. Their experimentation on load data from 1992 to 2007 from Guangxi province in China showed that their method provides better results than any single method or optimal weighted model. The proposed dynamic inertia weight particle swarm optimization algorithm was adopted to improve the parameters of the model, which outperforms standard PSO in terms of speed, , and improves the search of optimal global point, which guarantees the efficiency of LS-SVM.
Artificial Neural Network
The Artificial Neural Network (ANN) is an information processing paradigm inspired by biological nervous systems, which underlie the ways in which the brain processes information. McCulloch and Pitts [22] proposed the first mathematical and computational model of biological neurons in 1943. They were the first to show the formal functions. The characteristics of ANN information processing make it a powerful computational technique which is able to learn from examples, and then, generalize to others cases that were not presented during training. ANNs are composed of a set of neurons where each neuron is autonomous and undergoes two phases:  The computation of the weighted sum of the input's in is given by the following equation:
where and are respectively the weight and the input of the neuron .  A transfer function (or activation function) calculating the value of the state of the neuron, based on the previously computed sum.
The strength of ANN's derives from the connections between neurons, which provides the ability to solve non-linear problems based on connections between the different units, several topologies have been proposed in the literature, such as Feed Forward [23] , the Recurrent Neural Network [24, 1] , the Self Organizing Map (SOM) [25] , etc. In this study, two types of ANNs are used: 1. The Feed Forward ANN is composed of an input layer where the inputs (represented by x in the Figure 1 ) data are fed up in the network, one or more hidden layers, and an output layer. Each layer is composed of more than one neuron and is fully connected to the previous one and each connection has a weight ( ), as shown in Figure 1 . 2. Non-Linear Auto Regressive Neural Network (NAR) (see Figure 2 ), consisting of a recurrent neural network inspired by the linear Auto Regressive (AR) model, The NAR model is composed by an input, a hidden layer and a one neuron output layer, like the Feed Forward neural network, with the exception that there is a feedback from the output layer to the input layer (shown in Figure 2 ). The output is given by the following equation:
where is the parameter to be estimated and d is the delay. In an AR model, parameters are estimated using Least Mean Squares (LMS). NAR also uses the past values as inputs for the input layer to predict future values, as shown in the following equation:
Instead of using a standard linear regression, the parameters are estimated using a learning algorithm e.g. the Retro propagation algorithm, the Levenberg Marquardt algorithm, or resilient propagation, etc. The added feature of the recurrent model, is the inclusion of past model outputs within the input vector. This ensures multi-step ahead predictions and allows the use of more nonlinear model types such as Nonlinear Box Jenkins. 
Time series decomposition
A time series may be defined as a sequence of numbers collected at regular intervals over a period of time. Researchers are interested in analyzing the time series to extract meaningful information from data, in order to understand the stochastic process of time series, and variables that influence variations so as to forecast future values.
The classical decomposition procedure is used in time series analysis to easily extract patterns from the data. Typically, the classical decomposition process takes three components into consideration: the trend cycle , the seasonal factor component and the irregular component . Those components can be combined into an additive or a multiplicative form as shown below:
The appropriate form is chosen in accordance with the seasonal variation. It is useful to choose the multiplicative form when seasonal variations increase over time, whereas the additive form should be used when these variations are constant.
Methodology
Forecasting is necessary in decision-making and operational planning tasks. The difficulty of these tasks varies in accordance with the forecast horizon, and heavily depends on the forecast of exogenous variables affecting future electrical load. The models developed in this direction are called multivariate. Multivariate methods take into account exogenous variables affecting electrical load; forecasting difficulties increase with the number of variables, especially for mid and long-term horizons. For this reason, other models called univariate have been proposed; they exclusively use past load data for forecasting tasks. Univariate methods are not dependent on exogenous variables that are not always available, and should be perfectly predicted in turn, which makes the forecasting task more difficult.
Load series are heavily correlated, and finding external factors that affect the load is typically a difficult task. Therefore, the main objective of the proposed study, is to perform an accurate and reliable load forecasting with minimal modifications to the original data to design a model which can fulfil a forecast with minimal sample data. This goal is achieved using a combination of seasonal decomposition and neural networks called X12-NAR-FNN; the later use monthly data to forecast the Algerian load in the mid-long terms.
The proposed model is a process of three steps, where the original load goes through each step and the load is changed in consequence, and the output of a step is the input of the next one. Three methods are used in the X12-NAR-FFNN model: X12-ARIMA decomposition, NAR and a Feed Forward neural network. These methods are organized as follows (see Figure  3 ):  A decomposition of the original data into three components: SF, IR and TC via the multiplicative model of the X12-ARIMA algorithm.  A monthly forecast of SF, TC and IR components is achieved via three NAR neural networks; the final 12 months of each component are used as inputs for each neural network to capture the yearly pattern. The end of this step results in monthly forecasts of SF, TC, and IR for a complete year.  Finally, the Feed Forward ANN combines the outputs of the three NAR networks for a 12 months ahead load forecast.
All of the proposed models in this study were created using data ranging from 2000 to 2010, which provided us with 132 monthly observations, which are used for the training and validation phases, whereas the rest of the observations (from the years 2011 and 2012) will be used for the testing phase. 
Experimentation and Results

A. Used dataset and preprocessing
The dataset was provided by the Algerian power production company (Sonelgaz) and represents the daily load from January 1, 2000 to December 31, 2012, sampled every 15 minutes. To perform a good mid-long term forecast, it is preferable to use monthly, instead of daily, data. Therefore, it is necessary to perform a re-sampling, taking the peak of each month of the original data. As a result, we obtain a total of 156 observations, with 12 values for each year, and a total of 156 values for the 13 years used.
Classical decomposition is often used, but suffers from several inconveniences; among these, there is no trend estimation for the first and last observations. The decomposition reduces the original data, which, then, became inappropriate when there are few observations. It is assumed that the seasonal component repeats itself from year to year. For many series, this is not a reasonable assumption. Several methods have been using classical decomposition as a base to overcome the drawbacks of the original approach; among them are X12-ARIMA, RMA, etc.
The X12-ARIMA model was developed by the United States Bureau of the Census (1998) [26] and is considered in this work as a method for monthly load data decomposition, enabling us to obtain a trend estimation for all observations and a seasonal component that can vary slowly over time, with a relative robustness to unusual observations. This method is based on a model called regression-arima, and is used to improve forecasting and seasonal adjustment. Then, the X11 model [27] handles the outputs of the regression-ARIMA model to extract TC, IR and SF from the time series.
B. Performance measures
A comparison of the proposed model X12-NAR-FFNN is performed in this study with other models, such as NAR, and Least Squares Support Vector Regression LSSVR, multi-models like SD(M)-LSSVR-LSSVR [28] , SD(M)-LSSVR and X12-NAR. The comparison was based on different types of criteria among them: Mean Absolute Percentage Error (MAPE), a measure of accuracy for constructing fitted time series values. MAPE is used to calculate the prediction accuracy of each model and is defined by the formula in Equation 6: (6) where is the actual value and ̂ is the forecast value. The difference between and ̂ is divided by the actual value again. The absolute value in this calculation is summed for every fitted or forecasted point in time and divided again by the number of fitted points . This is multiplied by 100, given a percentage error. To obtain a comprehensive and valuable study of the predictive effect of all the tested models, other error indexes were added, consisting in: Root-Mean-Square Error (RMSE) [29] and Mean Absolute Error (MAE) [30] . In addition to the forecast accuracy, another comparison of the models on their ability to predict movement direction is performed, using Directional statistic test and is formulated in Equation (7):
where = 1 when the product ( +1 − ) × (̂+ 1 − ) > 1, otherwise = 0.
C. Experimentation and Discussion
In order to validate the results and the reliability of the X12-NAR-FFNN models, we perform a comparison with the proposed model by Wang et al. [28] , which forecast hydropower consumption in China. The benchmark model is based on seasonal decomposition (SD) with the X12-ARIMA algorithm and Least Square Support Vector Regression (LSSVR) method. The model, called SD(M)-LSSVR-LSSVR, first decomposes the hydropower series into three components, which are, in turn, predicted using three LSSVR models and a fourth LSSVR, combining predictions of the three components to get the final hydro-power consumption forecast. The authors proved the efficiency of the X12-ARIMA method by comparing it with other decomposition methods, such as the Ratio to Moving Average (RMA) and the Empirical Mode Decomposition (EMD). Also, the authors found that the model's performance decreases when the forecasting horizon is large.
Therefore, to perform a comparison of the X12-NAR-FFNN proposed model, a selection of model based on two approaches were used:  Models based on neural networks; a simple regressive model (NAR) and an X12-NAR model, which breaks down the original time series into three components (i.e. TC, SF, and IR) (see Section 5) via the X12-ARIMA algorithm. Then, each component is predicted using the NAR model. Finally, to obtain the final load, a multiplication of the predicted components is performed: all NARs have 12 input neurons to catch the yearly pattern of the of each seasonal components and 12 neurons in the hidden layer and one output neuron; the sigmoid activation function and the Resilient Propagation Algorithm were used for all neural models.  Models based on LSSVR; a simple LSSVR model and an X12-LSSVR model, which follows the same approach compared to the one used for the X12-NAR model. However, instead of neural networks, LSSVR was used, in addition to the benchmark model, called SD(M)-LSSVR-LSSVR. A Gaussian RBF kernel is used for all LSSVR models presented in this study.
A comparison between the neural models and LSSVR models is conducted. The later proved their efficiency and their ability to learn and forecast mid-long term horizons, with a small sample data [28] . After re-sampling the Algerian daily load into months, NAR and LSSVR models were trained, using data from January 2000 to December 2010. Evaluation methods, with the performance measures described above, have been carried out on several horizons; 3, 6, 12 and 24 months.
The experimentation was conducted in three parts. In each part, the Neural Network and LSSVR learning paradigm are compared. The first part evaluates the NAR and LSSVR model and using MAPE, RMSE and MAE error, the latter gives the respective errors 4.44%, 557.11, 377.05 and is proven to be more efficient than the NAR model, which reaches respective errors of 5.40%, 626.13 and 456.13 for a 24-month horizon (see Table 1 ). The LSSVR model is more efficient than the NAR in the mid-long term because it retains the principle of SRM and has good generalization capabilities. Although, both have the same , with a percentage of 78.28% (see Figure 6) .
The second part of the experiment is based on the load decomposition into Trend Cycle (TC), Seasonal Factor (SF) and Irregular Components (IR) (as shown in Figure. 4 ), using the multiplicative model of the X12-ARIMA algorithm and its added value when compared with a simple model. Subsequently, three NAR and LSSVR models were used to predict TC, SF and IR called respectively X12-NAR and SD(M)-LSSVR. The outputs of the later are the result of the product of the three components obtained from NAR and LSSVR models, with 2.49%, 250. 22, 199 .86 for respectively MAPE, RMSE and MAE errors, respectively, and a D stat of 86.9% for the 24-month horizon. The X12-NAR is more accurate than SD(M)-LSSVR, which reaches an error of 3.08%, 353.40 and 254.46 for the same criteria, and a of 82.6%. The decomposition of the load allows the neural networks based model, which are known to be data-greedy, to be more efficient with a small set of learning data and results in nearly 3% more MAPE errors than the simple NAR models (see Figure. 5 ). The X12-NAR outperform the SD(M)-LSSVR for all horizons, as shown in Table 1 and is more efficient for predicting data movement direction. The results show that the X12-ARIMA decomposition increased the accuracy of the forecast and uses a small set of learning data. Adding a LSSVR model to combine the three components does not improve the performance of the prediction errors, and is almost equal to that of SD(M)-LSSVR. In contrast to SD(M)-LSSVR-LSSVR, the X12-NAR-FFNN model improves the prediction error when compared to X12-NAR to obtain a MAPE, RMSE, and MAE value of respectively 2.35%, 270.95, 189.65 and of 91.30%, making it the best performing model for all horizons. Figure 5 and 6 respectively summarize the MAPE criteria error cited above and of all models for a 24-month horizon, and shows clearly the X12-NAR-FFNN models outperforms in term of error accuracy and directional movement of the forecast than the other models used in this study. Figure. 7 . The model is shown to be valid when compared to a real load, including the increase observed by the end of 2012 due to the growth of both the housing sector and Algerian industries. Neural networks have proven their efficiency in a number of scenarios in the fields of forecasting electrical loads, but like any mathematical model they have advantages and disadvantages. For this reason, the tendency is moving towards multi-models in order to combine different model's best features. The proposed X12-NAR-FFNN model is capable of learning from a small sample of data and can forecast for up to 24 months. This is model is free from exogenous variables. Furthermore, the decomposition process embedded in the model makes it more robust to incorrect values in the time series. One important parameter for the energy industry is to predict the annual peak load so as to meet future demand. The mid-long term forecast allows energy suppliers to predict whether the current facilities can satisfy future demand; if not, it becomes necessary to plan the construction of new power plants. In this case the X12-NAR-FFNN reaches the peak of August of 2011 and 2012, in addition to the seasonal and trends, which are well reproduced by the proposed model ( Figure. 7) . X12-NAR-FFNN also has the best MAPE, RMSE, MAE and score making it the best model in term of prediction accuracy among models that have already proven their efficiency, such as the SD(M)-LSSVR-LSSVR model. 
Conclusion
Load is heavily dependent on exogenous variables and model design. For medium and long term, it implies incorporating these variables, which is often form a complicated task. Hence, the interest in univariate models, which require only past load values. ANNs have been widely used for load forecasting; however, they have the disadvantage of being greedy in terms of training data.
In this study, a univariate multi-model based on neural networks has been proposed for the forecasting of the Algerian electrical load for the mid-long terms using a small training data sample (January 2000 to December 2010). On the one hand, the X12-NAR-FFNN model outperforms its competitors for a 24-month forecast (from January 2011 to December 2012), and it can be deduced, from the results obtained, that seasonal decomposition considerably increases the forecast performances. On the other hand, the combination of NAR neural networks and FFNN provides conclusive results for the mid-long term, when compared to other models with proven efficiency in the literature.
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